
(FRAMING & ROOF PENETRATION DETAIL)

SANDIA NATIONAL LABORATORIES

FACILITIES ENGINEERINGCHECKED BY:

PREPARED BY:

DATE: REV:

SCALE:

DETAIL NO.:

ARCHITECTURAL

AE5024 

AS NOTED

         

A

         

ROOF MOUNTED EQUIPMENT STAND

2" X 2" X  1/8 " WELD

TO C4 X 5.4  & BOLT

TO EXISTING PURLIN

@ EACH END.

EXISTING PURLINS

C4 X 5.4
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STDROF.DGN

C4 X 5.4 FRAME

SUPPORT BETWEEN PURLINS

EXISTING ROOF

VARIES

GENERAL NOTES:

PAINT ANGLE FRAME AND HEADER

WITH ONE (1) COAT RED OXIDE PRIMER.
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